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SORENSEN COMPANY LIMITED WARRANTY

All DCR-T Series power supplies manufactured by $ ORENSEN COMPANY are guaranteed for
FIVE (5) years from the date of delivery against defe:ts in material and workmanship. This does
not apply to products damaged through accident, abuse, misuse, or unauthorized repair. SORENSEN
shall not be liable for any special or consequential damage of any nature. The manufacturer will
repair or replace the non-conforming product or issu¢ credit, at its option, provided the manufac-
turer's inspection establishes the existence of a defect. .*acking, freight, insurance and other charges
incurred in returning the defective products to the maniifacturer will be paid by the purchaser. If any
questions arise concerning the warranty, check with $ ORENSEN prior to taking any action.

When information, assistance or authorizaticn is required, refer to the
model and serial number on the back of the unit.

Model:

Serial Number:







SECTION 1
INTRODUCTION

11 INTRODUCTION

This marmal contains operation and maintenance data on the 10 kilowatt (10KW) units
of the DCR-T Series Sorensen Power Supplies. It is intended to familiarize the user
with the function of the unit, to introduce the varied applications to which the unit
may be adapted, and to furnish sufficient maintenance data to assure long operating
lie

Six major sections form the marmal divisions. Section 1 contains a brief functional
description of the DXR-T series power supplies alang with caomplete unit specifications.
Initial inspection and checkout procedures are outlined in Section 2. Operating
instructions, including methods for adapting units to various applications, cawgrise
Section 3. Sections 4 and 5 provide the principles of operation and maintenance
procecures respectively. System drawings and the replacement parts lists are included
in Section 6.

12 DESCRIPTION
1.2.1 General

The DCR-T series is designed far either rack or floor mounting, and to provide stable,
highly regulated dc outputs from a wide range of three phase input voltages and
frequencies. (For aaplete unit specifications refer to Table 1-1.) The series exhibits
excellent transient response and low ripple in both voltage regulating and current
limiting modes. Other design features include: provisions for remote programing,
rencte sensing, ard series ard parallel gperation. Increased versatility is also provided
by the use of an industrial control technique for main power disconnect and line
protection. This feature facilitates the ramote cotrol of the line power to the sipply.

A variety of Sorensen power supply application notes are available through your
Sorensen Service Representative. These notes detail many hook-up configurations
available to meet most power supply applications.

1.2.2 Automatic Crossover

There are two basic operating modes: voltage and current. In the voltage mode, the
voltage is held constant while the current varies with the load. In the arrent mode,
the voltage varies amd axrent is held castant. The autamatic crossover featire ensbles
the unit to switch operating modes as a function of load requirements. If, for exanple,
load currents attempt to increase above a preset current limit, the unit will switch
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operation automatically fram the voltage to the current mode. In this mode, the
arrent will be regulated at the value preset on the front parel. If load requirenents
are lowered, a return to the voltage regulating mode will occur autamatically.

1.2.3 Remote Sensing

Terminals located on the rear-mounted connector (J-2) offer a means of extending a
unit's regulating point from the output terminals to the load. This effectively
campensates for variations in the load lead voltage drop. Section 3 ocutlines the
cannections for remote sensing.

12.4 Series Operation

For applications requiring autput voltages higher than a sirgle unit can provide, DCOR-
T power supplies may be comnected in series (see Section 3). Regulation in series
cperation is the sum of the regulations for all units.

1.2.5 Parallel Operation

Parallel gperation may be used to service those applications requiring an autput arrent
higher than a single unit can provide. DR-T power supplies may be direct parallsled
with no limit to the muber of units which can be paralleled. However, the regulation
will deteriorate, and will be the sum of the regulations for the individual settings
plus the autput voltage differences between units at no load.

1.2.6 Remote Programming

Output voltage or current of DCR-T power supplies may be remotely prograrmed
in either the voltage or current mode by resistance or voltage signal. Details and
consideration are given in Section 3.

1.2.7 Failure Protection

In addition to the constant limiting protection provided by autamatic crossover ard
the auxrrent regulator, the DCR-T power supply incorporates several other protec:zion
systems. ILoss of ane input phase drops the output to zero and energizes an indicator
lamp on the control panel. Thermal overload, usually resulting fram a cooling fan
failure, will also drop the output to zero amd energize an imdicatar lamp an the front
panel. The main power camponents are protected by a thermal overload relay working
in conjunction with a contactor to provide mechanical disconnect of the AC line to
the main power camponents. (See Section 2 for camplete input wiring requiremenis.)
Control circuitry is protected by rear mounted fuses and an internal fuse.

1-2 Introducizion



In the event of an overvoltage cadition at the acutput, such as a failure in the power
suply or an extermally induced condition, the adjustable overvoltage protection (OVP)
will drop the output to zero and disconnect the AC power from the main power
campanents.  Protection against the effects of overloads and internal short circuits
is also provided.

1.3 OPTIONAL MODIFICATIONS
1.3.1 Chassis Slide Kit

The sides of the DCR-T have inserts which allow attadment of slide rails. Comsult
the factory for information on this optional Chassis Slide Kit.

14 SPECIFICATIONS

See Table 1-1 for camplete specifications on the DCR-T 10KW series power supoly.
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SECTION 2
INSTALLATION

2.1 GENERAL

After unpacking, general inspection and preliminary checkout procedures should be
perfammed to assure that the unit is in proper working arder. These oxsist of visually
checking for damage, and performing an electrical check. If it is determined that
the unit has been damaged, the carrier should be notified immediately. Repair
prablems shauld be directed to the nearest Sarensen representative, or to the factory.

2.2 INSPECTION
Proceed as follows to inspect for damage incurred during shipment:

A. Check meter faces for cracked or broken glass. Check analog meter
for zero imdication. Use zero adjust to bring indicator to zero, if
necessary. Zero set is inside of the unit on the rear of the meter.

B Iook for cracked or broken lenses on the indicator lights.

C Rotate the VOLTAGE and CURRENT potentiometers.

D. Remove the top cover and check to make sure that all printed
cirauit card plugs are firmly in place.

E Renove the frant panel (if already in place) and check that the controls
ard card plugs are firmly in place.

E Check remote plug (P1l) to insure that the remote AC control
Jjumpers are in place.

If any optional equipment (refer to Section 1.3) has been purchased with the unit,
assure that all parts are accamted for and that no damage has occurred in shiment.
(Optional parts are normally shipped loose in the packaging carton.)

2.3 OPTIONAL EQUIPMENT INSTALLATION
The unit is shipped in ready to use cordition. If optional accessories have been

purchased, however, they must be installed at destination. The following sections
detail the installation of ogptional equipment.



2.3.1 Chassis Slide Kit

Extend the Slide Rail and mount the rail to the DCR-T side panel inserts (4 each)
with the #10-32 screws provided. Note that all but one of the mounting holes are
accessible when the slide rail is fully extended. Close the imner portion of the rail
approximately halfway to access the remaining mounting hole. Make certain that
all four mounting inserts are used.

24 MECHANICAL INSTALLATION

The DCR-T series power supply is shipped ready for floor or bench use. If the 'mnit
is to be rack mounted, the eye hooks on the top and the feet on the bottom must
be removed. If chassis slides are used, they should be attached to the unit prior
to mounting in the rack. To access the rack mounting flanges used for bolting the
unit into the rack, remove the four allen—head screws and the fromt cover plate. Re-
attachment of the front cover plate after rack mounting will hide the mouni:ing
hardware arnd give an attractive flush look to the installation. As these power sipxlies
have a relatively large mass, they should be mounted at or near the bottam of the
XK.

2.5 GENERAL PRECAUTIONS

WARNING
This unit requires a 3 pole, wall-mounted, fused
disconnect switch with the proper current limiting
fuse for safe operation.

DO NOT turn on the wall switch until AC and DC
wires are attached to the DCR-T unit.

Accidental shorts or hand contact inside the DCR-T
can cause burns or electrical shock.

All DCR-T units must be hard-wired for fixed installation. The following precautions
should be taken when connecting power supplies to an AC main. The latest NEC
should be consulted and followed when wiring a DCR-T with the electrical mains.

2.5.1 AC Line Protection

All Sorensen power supplies are designed with a mechanical disconnect and overload
protection. The campanents most often used are circuit breakers or fused switches.
With the DCR-T series, Sorensen has introduced a system of mechanical disconnect
for ac protection which has been used for years in industrial controls. All Sorensen
power supplies, including the DCR-T, require careful coordination of the AC mains
carmections with the AC line protection system within the unit. This will insure not
only that an AC fault will be cleared, but that the AC line protection system will
not be damaged by the fault.

2-2 Installation



The following components are required for a camplete AC line protection system:

MAIN DISCONNECT SWITCH - Customer-installed 3 pole, wall-mounted
fused disconnect switch. The main disconnect switch mechanically removes
the AC lead wires and the unit from the AC mains.

MATN SHORT CIRCUIT PROTECTION - Customer-installed main short circuit
protection (usually a fuse). The ratings of the short circuit protection should
be large encuch to handle the units attached. The let-through current of the
shart circuit protection shall be below the lowest ratings of any ane unit attached
ard below the rating of the unit lead-in wire.

UNIT AC OVERIOAD PROTECTION - Included in all Sorensen power sup-
plies. Mechanically comnects and disconnects as much of the wiring within
the unit as is possible. Prevents the AC line (fram the main AC disconnect
to the unit) from causing damage within the unit should a fault occur. Acts
as a safety feature preventing shock or burns due to a possible fault within
the unit.

The following table specifies the maximm fault current which Sorensen three phase
power supgplies can safely clear. Use this table to size anrent limiting fuses for these

suyplies.
UNIT MAX. LET=THRU CURRENT
DCR-T-10KW 2500 AMPS
2.6 ELECTRICAL INSTALLATION

CAUTION

Read wiring WARNING on page 2-2 before starting
wiring. Unit is phase sensitive. Test input phase
per para. 2.7.

Follow these steps in wiring:

1 Check phase rotation at the main disconnect switch (see Section 2.7).
Mark terminals 2 - 3 - 4 to correspond to line A, line B and line C,
respectively.

Irstallation 2-3
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2.7 PHASE

Identify the proper safety groud at the wall switch. (The neutral and/
or a separate ground may be provided. Check the power company and
local codes for a proper carnection.)

Iakel four wires for the input camection. Wires 2 - 3 - 4 are camnected
to the three phase terminals, and wire 1 is connected to the safety
ground terminal.

Connect the 4 wires to the DCR-T ac input terminals which are marked
GND-0A-0B-0C.

IMPORTANT SAFETY PRECAUTION

Wire 1 must be connected to the CHASSIS GROUND
terminal to provide a ground for the DCR-T chassis
frame.

Connect the two dc output wires. Iabel these wires (+) and (-).

ROTATION CHECK

The DCR-T is a phase rotation sensitive unit. To check rotation, proceed as follows:

A.

B

Connect unit as indicated in paragraph 2.6.

Turn CURRENT and VOLTAGE control pots fully counterclockwiise
(zero auat).

Turn ON/OFF switch to STAND-BY.

Press START button.

Turn CURRENT control several degrees clockwise.

Turn VOLTAGE control slowly clockwise until full voltage is reached.
If at any point the unit makes sharp noises and voltmeter jumps, turn
unit off. Two AC lines are probably reversed. Reverse any two AC

2-4 Irstallation



2.8 INITIAL CHECKOUT

28.1 Voltage Mode

NOTE

Sense leads from P2 may not be connected. The unit
will perform adequately without sense leads because
internal safety circuits. However, regulation capabil-
ity will be impaired. (See paragraph 3.2

To perform a check of voltage mode operation, proceed as follows:

A. Assure that proper input comnections have been made. Refer to Section
2.5, 2.6 ad 2.7.

B Turn VOLTAGE and CURRENT controls fully counterclockwise.

NOTE

See Figure 3-1 for location of cotrols ard irdicators.

C Set ON/OFF switch to STAND-BY mode. Amber STAND-BY lamp will
ke illuminated.

D. Press START button, note sourd of fan. Green ON lamp will be illumi-
rated.

E Turn VOLTAGE and CURRENT control slowly clockwise and observe
the unit voltmeter. The pointer should move upscale.

E Press STOP button. Unit will return to the STAND-BY mode.

2.8.2 Current Mode

To check operation of the unit in the current mode, proceed as follows:
A. Turn VOLTAGE and CURRENT controls fully counterclockwise.

B Connect a heavy gauge wire across the ocutput terminals. One of the
intended output leads is recommended for this purpose.

Installation 2-5



C Set ON/OFF switch to STAND-BY. Amber STAND-BY light will be

D. Press START button, note sound of fan. Green ON lamp will be illumi-
nated.

E Rotate VOLTAGE control about 30° from the left hand stop and cbserve
output meters. Both should be zero.

E In small increments, raise CURRENT control while cbserving the
ameter. If current does not increase, rotate the VOLTAGE adjustient
arnother 30°.

G. Press STOP button. Unit will return to the STAND-BY mode.

H. Remove shorting wire from the output terminals.

Table 2.1 MAXIMUM LINE CURRENT

5KW
Amps RMs
Line Voltage 208 220 385 415 480 560

UNIT

16-625T 53 50 28 26 233 20
32-310T 2 49 28 26 23 19
55-180T 48 46 26 24 21 18
80-125T 46 43 25 23 20 17
110-90T 48 46 26 24 21 18
160-62T 45 43 24 23 20 17
300-33T 42 40 23 21 18 16
600-16T 41 39 2 21 18 15

2-6 Irstallation




3.1 GENERAL

SECTION 3
OPERATION

'Ihissectimprwideﬁatahﬂ.arlistirgofthemit'socntrolsaxﬂjrdicatorsala'gwith
a brief description of their function. Fhysical location of the controls ard indicatars
is shown in Figure 3.1. The physical location of the rear panel termimals and camectars

is shown in Figure 3.2.

Table 3.1

CONTROLS AND INDICATORS.

Control/ Indicator

Function

On/Off Switch

Fnergizes control circuitry and provides power for
contactor discornect. Puts unit in Stand-By.

Stand-By Lamp

Irdicates unit is in Stand-By.

STOP Button Causes cantactor to be pulled in. Contactor is held
energized through the STOP button, the overload
auxiliary cmtacts, the contactar arxiliary cotact,
ard a triac on the Control PCB.

ON Lamp Indicates Main Power ON.

Phase Indicator

Indicates loss of an ac line.

Thermal Indicator

Inmdicates an overtemperature cordition.

OVP Indicator

Indicates that the OVP has been activated.

Reset Button

Brings output to zero. Resets the unit after OVP
or thermal shutdown without recycling.

OVP Adjust Button

OVP Adjustment control.

REM Indicator

Indicates unit is in remote operation. ON when in
ramocte gperation. Flashes if a remote lire is open.

Voltage Control

Multi-turn pot to set output voltage.

Volt Mode Indicator

Indicates when unit is in the voltage regulating
mode.

Current Control

Multi-turn pot to set cutput axrrent.

Current Mode Indicator

Irdicates when unit is in the current regulating
mode.

Unit Ammeter

An ammeter connected to a shunt in the negative
leg of the unit output. Indicates cutput current.

Unit Voltmeter

A voltmeter connected intermally across the SINSE

Operation

31




- + + | + + + ®
[ ost Ds2 53 0S4 055 DSl DS8
STANDEY DN THERM P OvP REMOTE CUR
@ - sTOP START ® + + * + JOLT Jl S
© OO ;e (5
S S4 SS

S2 ¢ 53
PIN-1 (COM)
PIN-2 (NORM. CLOSED)
PIN-3 (NORM. OPEN)

$3

GRN BLK

(AS _VIEWED FROM BACK)

SI
1 18 21
\\9 3/

(As_YIEWED FROM 8ACK)

Figure 3.1 Typical Controls and Indicators
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Figure 3.2 Rear Panel Terminals and Connectors
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This section also provides instructians for adapting the supplies to of their varied
gpplications. Included are proocedures to be followed far caversion to: remcte sensing
operation; voltage, axrrent and programuing modes; ard series and parallel operat:ion.
Also included are procedures for use of the various remote control and remote
indicator features of the power supply.

NOTE

Throughout the following discussion, voltage and
arrett levels will be expressed in percentages of full
scale label values. This is necessary dee to the large
variety of autputs available in the DIRT Series. Full
scale label values are determined by the model
nunber, (e.g.) DCR16—-625T5 is 16 volts and 625 amps
full scale, DIR55-180T5 is 55 volts amd 180 amps, etc.

32 LOoCAL SENSING

The supplies are shipped without the sense leads connected. The supplies are
protected against open sense leads. To realize specified performance of the unit,
however, the sense leads must be connected. Iocal sensing simply means that the
sensing circuit is camected across the unit odtput terminals ard not at the load. Far
applicatians where the voltage drop in the load wires is prohibitive, use ramte sersing
(paragraph 3.5). Figure 3.3 illustrates the local sensing configuration of remote
comnector (J-2). The mating comnector housing, strain relief and comector pins are
included with the DCRT unit. Connector pins will accept #18 through #24 AWG
insulated wire.

NOTE

Care nust be exercised when commecting sense leads.
Reversing the connections will result in damage to
the unit.

I Pert of 32
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Figure 3.3 local Sensing Configuration
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33 VOLTAGE MODE

To put the unit in voltage mode operation, proceed as follows:

A.

D.

b

G.

Operation

Rotate the VOLTAGE and CURRENT control potentiometers fully
courtterclockwise.

With the main disconnect switch OFF, connect the three phase input
leads as indicated in Section 2.6

Set ON/OFF switch to ON. Stand-By lamp should be illuminated.
Press START button. ON lamp should illuminate.

Rotate VOLTAGE control until the unit voltmeter indicates the desired
aatput voltage.

NOTE

To prevent random firing of the SCR's, for voltage
outputs below 5% of maximum rated output voltage,
it is recommended that a bleeder resistor be con-
nected across the output of sufficient value to draw
approximately 10% of rated output current. For
example, for a DCR16-310 below .8V use a bleeder
to draw approximately a 31.0A load. This would be
approximately .026 chms (use a 100 watt rating).

Set ON/OFF switch to OFF, ard set the main disconnect switch to OFF.
Connect load to the unit terminals on the rear of the unit.

Set CURRENT control to a value at least 10% above the actual load
arret.

NOTE

Regulation falls off if output current is within 10%
of limiting value. Qurrent mode indicator begins to
glow when current output is within approximately
10% of limiting value.

35



I

Set the Main Disconnect switch to ON and the ON/OFF switch to ON.

Press START button. The ON lamp will light and the unit will bes in

voltage operation mode.

NOTE

With the unit in the voltage mode, an increase in
load arrent requirements above the value set in step
H will cause an autamatic crossover to current mode
(oxrrent limiting) operation.

3.4 CURRENT MODE

To operate the unit in current mode, proceed as follows:

A.

B

D.

Rotate the VOLTAGE and CURRENT controls fully counterclockw:se.

With the Main Disconnect switch OFF, connect three phase input as
irdicated in Section 2.6

Set ON/OFF switch to ON. Stand-By lamp should illuminate.
Press START button. ON lamp should illuminate.

Rotate VOLTAGE control until unit voltmeter indicates a level 10%
above the desired dynamic voltage.

NOTE

Qurrent regulation falls off if the dynamic (campli-
ance) voltage is within 5% of the voltage limiting
value.

Set ON/OFF switch to OFF, and set the Main Disconnect switch to OFF.
Camnect load lines to unit output terminals on the rear of the unit.
Set the Main Disconnect switch to ON and the ON/OFF switch to ON.

Press START button. ON lamp will light, and the unit is in voltage
mode operation.
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J Turn CURRENT control to desired current regulating value. CURRENT
MODE lamp will light and the unit is in current mode operation.

NOTE

If dynamic (campliance) voltage rises above limit set
in step "E", the unit autamatically crosses over to
voltage mode operation. (Current mode light goes
of.)

3.5 REMOTE SENSE

In the remcte sensing mode, voltage regulation is at the load rather than at the mit
output terminals, thus correcting for voltage drops in the load leads.

NOTE

A 10% of E, maximum voltage drop lead is the
maximum for which remote sensing will campensate.
To avoid exceeding the rated maximm unit voltage,
the maximum load voltage (as read on the panel
voltmeter) must be less than the rated maximum by
the sum total of the drops. Example: If each load
lire drops 3 volts, (6 volts total), then on a 55 wolt
rated unit, the DCR55-90T, the voltmeter reading
must not exceed 55 - 6 = 49 volts.

To adapt a unit for remote sense operation, proceed as follows:
A. Set unit ON/OFF switch to OFF and the Main Disconnect switch to OFF.

B Remove the local sense leads from both the output terminals and J2
mating connector, if already commected.

C. Install the remote sense leads to plus and minus SENSE terminals in
J2 using the J2 mating camector provided. Note which lead is comnected
to the plus terminal (remcte sensing configuration is shown in Figure
34).

NOTE

Care must be exercised when comecting sense leads.
Reversing the connections will result in damage to
the unit.

Operation 3-7



E

NOTE

Use a twisted or shielded pair of wires far the remcte
sensing leads. Sensing current is approximately 1.0
mA.

Comnect the lead from the positive sense terminal to the positive load
terminal, and camnect the negative sense lead to the negative load term-
iral.

Reset current limit per paragraph 3.3.

If the wnit is being placed an-line for the first time ar is being rebamed
to service following a maintenance check, etc., proceed as autlined in
paragraph 3.3 or 3.4. Otherwise, set the Main Discomnect switch to ON,
set the unit ON/OFF switch to ON and press the START button. POWER
ON irdicator light will illuminate and the unit supplies the load.

3.6 OVERVOLTAGE PROTECTION (OVP)

The OVP circuit protects the load by limiting the cutput voltage to a preset value.
Ioad protection is accamplished by bringing the output current and voltage to zero
and opening the contactor which brings the unit to a Stand-By mode when the preset
OVP value is reached. The unit is shipped with the OVP factory set at 10 to 15%
of the maximum output voltage.

To set the OVP at ancther value, proceed as follows:

NOTE

To avoid nuisance tripping of the OVP circuit, the
preset value should be set at 10% minimum above

the operating output voltage.

Set the unit for operation as outlined in paragraph 3.3 or 3.4.

To read the OVP set value on the front panel voltmeter, simply press
the OVP set switch.

Set the desired OVP value using the front panel OVP Adjust Control
while depressing the OVP set switch.

At any time, the OVP set value may be read without affecting the nommal
operation of the unit.
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Figure 3.4 Remote Sensing Configuration

NOTE

When unit is set for external programming, both
voltage and anrrent settings must be extermally pro-
grammed. Both front panel cutput adjustment con-
trols are disabled. If either programing line is
gpen, the unit output will go to zero and the front
panel Remote Indicator lamp will flash. The OVP
is wnaffected.
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3.7 RESET

'IhefrontpanelRESEI‘switchisusedtoclearthosefaultsmidilatchthetmitin
the zero output state. These faults are: OVP shutdown, thermal shutdown and phase
loss. The thermal indicator light will illuminate when the RESET is depressed and
the unit output voltage and arrent will go to zero. When the RESET switch is released,
the unit will soft start and return to the preset operating conditions.

To RESET the unit after a fault has occurred, proceed as follows:

1 OVP SHUTDOWN: After an OVP fault, the unit will be in Stand-By
mode and the OVP indicator lamp will be illuminated. Press the RESET
switch. The OVP indicator lamp will go off, and the unit can be re-
started by pressing the START switch.

2 THERMAL SHUTDOWN: Should the thermal shutdown circuit activate,
check first to make sure the unit cooling fan is operating. Fan failure
is the primary cause of a thermal shutdown fault. Allow approximately
10 minutes time with the cooling fan operating before resetting the unit.
Press the RESET switch and release. The thermal imdicator will go off
and the unit cutput voltage and arrent will retien to the preset opersting

3 PHASE I0SS: The loss of one input phase line will latch the output
voltage ard current to zero. The unit can only be reset when the phase
has been restored to the unit. When the lost phase has been restored,
press and release the RESET switch. The PHASE indicator will go off
and the unit output voltage arnd arrent will return to the preset gpereting

3.8 EXTERNAL RESISTANCE PROGRAMMING

The unit output voltage, current and OVP set points may be resistance-programmed
remotely to a predetermined regulated value. Three 1 mA precision current sources
are provided, one each for programming voltage, current and OVP set. External
resistance programming is accamplished by connecting a resistance from the current
source output to Vi, (J2 pin 11).

External Resistance Programming Constants are:
10,000 Ohms for 100% Output Setting.

1,000 Ohms for 10% Output Setting.
100 Ohms for 1% Output Setting.
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3.8.1 Voltage and Current Mode

Reote programming sensitivity varies according to the full scale voltage ard curcent
output of the unit. Table 1-1 lists the proper ohms/volt and chms/amp for each
model. For example, a DCR32-310T has a 32 volt full scale output. The oms/volt
sensitivity fram Table 1-1 is 313 dmms/volt. For a certain voltage output, therefore,
the voltage value to be programmed must be multiplied by the ohms per volt
sensitivity to arrive at the correct value for programming resistance.

Example for programming a 25 volt output from a 32 volt full scale unit: (25) X
(313 ohms) = (7825 ohms)

Current output programming is accamplished in the same manner. For example, the
DCR32-310T has a 310 Amp full scale output. The ohms/amp sensitivity fram Table
1-1 is 32 ohms/amp.

Example for programming a 300 amp output: (300) X (32 ohms) = (9600 ohms)

NOTE

The resistar used should have a low temperature coef-
ficient (#30 PEBM) to maintain the units rated tempera-
ture characteristics as well as stability. Programming
current is about 1 mA. Use a 1% resistor with a
wattage rating of 1/8W or larger.

To adapt the unit to external resistance programming, proceed as follows:
A. Set unit ON/OFF switch to OFF and Main Disconnect switch to OFF.

B Connect jumper wire from J2 pin 2 (ILogic Ground) to J2 pin 8 (Remote/
Iomal).

C Connect both voltage and current programming resistors. (See Figure
3.5 for diagram of programing connections.) The voltage progranming
resistor is comnected from J2 pin 14 (Remote Voltage Set) to J2 pin 11
(Virtual Grourd). The current programming resistor is connected from
J2 pin 13 (Remote Current Set) to J2 pin 11.

D. Set the Main Disconnect switch to ON and set the ON/OFF switch to
ON. The Remote Indicator ILamp on the front panel will illuminate.
Press the START button. The unit will regulate to the values set by
the extermal programming resistors.
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NOTE

If remote programming is to be discontimued, remove
the programming device, and disconnect the jumper
fram J2 pin 2 to J2 pin 8.

8 21
(_——I -
oVo 2'\/’5‘ CURRENT
8 PROGRAMMING
— L5 0o o o RESISTOR
IR ‘
Lomams
——— 1 14 13
) Lyl 209 ¢
— @ o 0 O O
VOLTAGE 22 23
p——— PROGRAMMING O O ?
 E— RESISTOR
O 0o O O
o— OUTPUT + > 0 6 o
O 0 0 O
LOAD

Figure 3.5 External Resistance Programming
(With Remote Sense)

3.8.2 OVP S8Set
The unit OVP Trip Point may be externally resistance programmed. This would be

desirable in those applications where one or more OVP Trip Points are required
(different than the front panel OVP Trip Set adjustment).

NOTE

External OVP set programming is independent of
external voltage and current mode programming.
The jumper fram J2 pin 2 to J2 pin 8 is not required
to remote program the OVP Trip Set Point.
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Example for setting the OVP Trip Set point to 8 volts on a DCR16-625T:
To determine the External Programming resistor value, proceed as follows:
A. First, determine OVP Trip Voltage needed for Section B.

Note: 0-10 volts correspands to the 0 to full scale output of the umnit
to be programmed.

8 wolts
(desired OVP Point)
X 10V (full scale = 5 volts
16 volts full scale programming voltage)

R To determine the value of the program resistor, use a voltage from 0
to 10 volts, calculated above, in the following formila:

(X valts) (10,909) (5 volts) (10,909)
Rp = = = 9,231 ohms
10,909 - (X volts) 10,909 - (5 volts)

This value (9,231 dms) would externally program the 16 volt full scale
unit OVP Trip Set Point to 8 volts.

To adapt the unit to external resistance programming of the OVP Trip Point, proceed
as fallows:

A. Set unit ON/OFF switch to OFF and the Main Disconnect switch to OFF.
B Set the front panel OVP set adjustment fully clockwise.
C. Connect the program resistor from J2 pin 12 (Remote OVP Set) to J2

pin 11 (Virtual Groud). See Figure 3.6 for diagram of OVP set program-
ming connections.

NOTE

The remote programmed OVP set point may be read
on the front panel voltage meter by depressing the
OVP Set switch (see paragraph 3.6).
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Figure 3.6 External OVP Resistance Programming
(With Remote Sense)

3.9 EXTERNAL SIGNAL PROGRAMMING

The unit ocutput voltage, current and OVP set point, may be externally programmed
to provide a variable autput as a function of an irmput voltage signal. This is done
by introducing the external signal to the current source outputs provided for
programming voltage, current, and OVP set.

External Signal Programming Constants are as follows:

10 volts for 100% Output Setting.
1 volt for 10% Output Setting.

0.1 volt for 1% output Settirg.

NOTE

When unit is set for external programming, both
voltage and arrrent settings must be extermally pro-
grammed. Both front panel cutput adjustment con—
trols are disabled. If either programming line is
open, the unit will go to zero arnd the front panel
remote indicator lamp will flash. The OVP is
uraffected.

3-14 Operation



3.9.1 Voltage and Current Mode

Remote sigml programming sensitivity is 0 to 10 volts far 0 to full scale autput: for
all models in both voltage and current mode.

In selecting a signal source, the following should be considered:

1 The source must be capable of sinking approximately 1 mA (the Procram-
ming Current).

2 A floating (ungrounded) source must be used. All signal progranming
voltages will, however, have a common return.

3 To dotain a full scale woltage or arrent output range, the sorce provides
a 0 to 10 volt signal.

To adapt the unit to external programming, follow the procedure as outlined in
paragraph 3.6.1, with one exception.

EXCEPTION: When Step C calls for connection of a resistor across the
programming terminals on J2, instead connect the signal
source. See Figure 3.7 for connections and cbserve the

program signal polarity.

T8 21

52

2
ovYoVvo /o . .
— 3 CURRENT
O O O |PROGRAM SOURCE
Sst— 11
—— /} O ? lO (o) :L
:) _L 14 13
[ o O
nill o 0o 0 O
22 21
— / 4_ 5 o ?
— OUTPUT + VOLTAGE o o 0 O
PROGRAM SOURCE (5 o O O
[o o o0 o
LOAD

Figure 3.7 External Signal Programming
(With Remote Sense)
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39.2 OVP Set

The unit OVP Trip Point may be externally signal programmed. This would be
desirable in those applications where one or more OVP Trip Points are required to
be different from the OVP Trip Set Adjustment.

NOTE

External OVP Set programming is independent of
external voltage and current mode programming.
The jumper fram J2 pin 2 to J2 pin 8 is not required
to remote program the OVP Trip Set Point.

The OVP Trip Set sigml programming sensitivity is 0 to full scale output for all models.
The signal source requirements are the same as for the voltage and current mode
signal programming source (see paragraph 3.7.1), with one exception.

EXCEPTION: The signal source value nust go to 11 volts far applications
where the unit is goerating at RFull Scale autput. This allows
the OVP Trip to be set to approximately 110% of the Full
Scale cutput voltage to avoid misance tripping.

To adapt the unit to external signal programming of the OVP Trip point, follow the
procedures outlined in paragraph 3.6.3, with one exception.

EXCEPTION: vhere step C calls for comection of a resistor across the
programming terminals of J2, connect the signal source
instead. See Figure 3.8 for connections and dbserve the

program signal polarity.

NOTE

The remote programming OVP set point may be read
on the front panel voltage meter by depressing the
OVP Set switch.
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Figure 3.8 External OVP Signal Programming
(With Remote Sense)

3.10 PARALLEL OPERATION

Paralleling of three-phase DCR-T units is accomplished directly by connecting the
individual supplies to the load. Using this method, no current derating dus to
canposite tolerances of wire resistance, camponents, etc., is required. There are no
restrictions on the nuber of units that may be paralleled. However, paralleling tnits
does result in lower overall regulation.

NOTE

The paralleled units may be adapted for remote
sensirg as illustrated in Figure 3.9. They may also
be adapted for resistance programming. None of
these are required for paralleled operations, how-
exr.
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The following lists the procedures to be followed in directly paralleling two units.
The procedure is applicable to any number of units, however. (See Figure 3.9 for

carmectias.)

A.

D.

E

Set the ON/OFF switch of both units to OFF. Disconnect main power
to both units by setting the Main Power Disconnect switch to OFF.

If applicable, disconnect output lines and sensing leads to both units.
Re-energize the units.

Rotate the VOLTAGE ADJUST control of one unit to the desired ocutput.
Repeat the procedure for the other unit. Match the two unit outputs
as clese as possible.

Set CURRENT ADJUST AMPS control on each unit to one-half of the
total desired limiting arrent; (e.g.) if desired, to limit locad acwrrent at
154, set each control to 7.54, etc.

Set the ON/OFF switch of both units to OFF. Disconnect main power
to both units by setting the Main Discomnect switch to OFF.

Commect autput cables from each unit to load. If desired, connect the
remocte sensing leads of each unit to load.

Re—energize both units. POWER ON indicators light. The unit which
is supplying the highest voltage (it is possible to identically match the
output voltages) will supply load. If the load requirements exceed the
setting on CURRENT ADJUST AMPS control, this unit will automatically
crossover to current mode operaticon, and its output voltage will drop.
The second unit will assume that portion of the load rejected by the
first. Any further increases in load will be supplied by the secad unit
up to its current limit setting. Regulation, therefore, will be the sum
of the regulation of the two units plus the difference in the voltage

settings. Set each current limit as needed to limit cuwrrent to 100% of
rated.
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Figure 3.9 Parallel Operation
(With Remote Sense)

3.11 SERIES OPERATION

Series operation allows the user to camect as many as five 10 or 32 volt DXR-T uiits
in series. Only three of the 55, 80 ard 110 volt units and anly two of the 160 volt
units may be connected in this manner, while the 300 and 600 volt units may not
be comnected in series oonfiguration. No derating is inherent in series operation and
requlation is the sum of the regulation of all units.

NOTE

Series units may be camected for remote sensing as
irdicated in Figure 3.10, or they may be adapted to
resistance or signal programming. None of these,
however, are required for series operation.
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The following outlines procedures for connecting two units in series. The szme
procedure may be used for series connecting up to five units. (See Figure 3.10
for schamatic of connections.)

A.

Set desired voltage output of each unit at no load using VOLTAGE
ADJUST. Select current limiting value.

Set the ON/OFF switch of both units to OFF. Disconnect main power
to both units by setting the Main Disconnect switch to OFF.

Connect an output lead from the positive output terminal of one unit
(for the sake of clarity, call this unit 1) to the negative cutput terrinal
of wnit 2.

Connect an output lead from unit 1 (negative terminal) to the load;
oamect the other output lead from unit 2 (positive terminal) to the load.

CAUTION

In series operation, rectifiers must be camected across
each set of output terminals as shown in Figure 3.10.
Failure to do so may result in damage to output
capacitors. See paragraph 3.11.1 for information on

If remote sensing is desired, proceed as follows:

1 Comnect a sensing lead from the (- SENSE) terminal on unit 1,
remote connector J2, to the load termination of unit 1 negative
output lead.

2 Connect a sensing lead from the (+ SENSE) termminal on unit 1,

remote connector J2, to the negative output terminal of unit 2.

3 Comnect a sensing lead from the (- SENSE) terminal on unit 2,
remcte cormector J2, to the negative output terminal of unit 2.

4 Comnect a sensing lead from the (+ SENSE) terminal on unit 2,

remote camectar J2, to the load termination of unit 2 positive aut-
pat lead.
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E Re-energize both units. PMWER ON irdicator lights. Each unit cperates
as a separate entity, with the cutput of each indeperdently adjustable.
Each may be turned ON and OFF separately. (The rectifiers protect
the OFF unit.)

3.11.1 Series Operation Rectifier
When gperating units in series, comnect rectifiers across the individual unit ouputs.

Assure the dicdes have anrrent and voltage capability at least equal to its associated
supply. Adequate heatsinking must be used. (See Figure 3.10.)

UNIT 1 UNIT 2

R ( : \ PART OF J2 @ PART OF J2

000 QO
2221

&;‘
—

Figure 3.10 Series Operation
(With Remote Sensing)
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3.2 REMOTE SHUTDOWN

The unit output voltage and current may be remotely shutdown without putting the
unit into the Stand-By mode. The shutdown circuit is activated by comnecting J2
pin 15 (SHUTDOWN) to J2 pin 18 (MODE PLS). This connection may be made
by means of a switch or relay. A transistor switch may also be used. (See Figure
3.11 for typical remcte shutdown configuration.)

NOTE

The voltage magnitude on J2 pin 18 is +15 VDC
referenced to J2 pin 2 (LOGIC GND).

3.13 REMOTE AC CONTROL

The front panel START and STOP functions may be remotely controlled through the
J1 cornector on the rear panel. This would be useful in those applications where
the unit could be cycled between the Stand-By and ON modes.
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Figure 3.11 Remote Shutdown
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3.4 REMOTE INDICATORS

The front panel status, voltage mode and current mode indicators, may be remotely
accessed on the J2 camector. The indicator drivers may be used to tirm an a remocte
imlicator lamp or activate a remote circuit.

3.14.1 Status Indicator Drivers

The following indicator drivers are available on the J2 cornector:

INDICATOR J2

oVP Pin 4 (OVP IND)

THERM Pin 5 (THERM IND)

PHASE Pin 6 (PHASE IND)

REMOTE Pin 7 (OPERATE REMOTE IND)
NOTE

All status irdicator driver voltage levels are +15 VDC
when activated. The maximum load current per
driver is 20 ma, therefare, a arrent limiting resistor
must be used. The circuit common for all status
indicators is J2 pin 2 (IOGIC GND). (See Figure 3.12
for typical remote status imdicator oonfiguratians).
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Figure 3.12 Remote Status Indicators
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SECTION 4
THEORY OF OPERATION

4.1 GENERAL

The DCR-T units are designed like a power amplifier, see Figure 4.1. The gain of
the anplifier is large so that the voltage at the minus irput is held equal to the woltage
at the plus input. The equation for the output is: Vo =Vi (R1 + R2) - R2

In the actual circuit, Rl in the equation is R3 + R4 on the range board. R2 in the
equation is R55 on the control board.

Vin is 0 to 10 volts on all units, except the 4 and 8 volt units.

Figure 4.2 is a block diagram of the power supply. The dc autput voltage is contrelled
by controlling the input voltage to the 3 phase power transformer. This is done as
follows:

1 The output voltage or current is compared to a reference voltage. If
the autput voltage is too high, an errar signal is developed. This error
sigml adjusts the firing angle of the thyristars so that the voltage to the
3 phase transformer decreases.

The voltage out of the 3 phase transformer is rectified amd filtered, ard is available
as the autpuat.

Details of the circuitry are presented in the following sections.
‘LZ TRANSFORMER/THYRISTOR CIRCUIT

The ac power input to the power supply is a 3 wire, 3 phase configuration. The
trarsfommer is Y comected with an artificial nautral that is not camected to an extermal
neutral power wire.

The 3 wire connection was chosen because it can be used with a 3 or 4 wire input
configuration. When the 4 wire configuration is used, the neutral wire is tied to
the chassis amd is not used in the circuitry.

The ac power is brought into the transformer through a contactor, overload detector
ard an RFI filter. The thyristors are connected at the Y of the transformer.

Figure 4.3 shows how the transformer and thyristor are controlled. Also shown are
3 sine waves, drawn 120° apart. These represent the 3 power voltage phases. The
SCR's that must be fired to control each one-half sine wave are shown.

This also shows how the thyristor firing must be timed. If the wrong thyristor is
fired, the unit will not function properly.
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Figure 4.1 Power Amplifier Circuit
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Figure 4.2 Block Diagram
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Figure 4.3 Sine Waves/Power Voltage Phases
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